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90° CORNER STRUCTURE DETAIL

GROUNDING

DETAIL

SCALE: NONE

SCALE: NONE

DRAWING DEVELGPED FOR ML—3/ML—4
PROJECTS. FOR ML-1/ML-2,
ADDITIONAL REQUIREME AND QA
REVIEWS ARE REQUIRED. {REMOVE
THIS NOTE WHEN INSERTED INTO A
DRAWING PACKAGE).

GENERAL NOTES:
1. GONSTRUCTION FOR WIRE SIZES #4 SDUD COFFER 10 #3/0 AGSR (6/1).
2. GRDUND OVERHEAD STATIC AT EVERY FOLE (SEE GROUNDING DETAIL).

3, STAPLES ON GROUND WIRE SHALL BE 2’0" APART EXCEPT FOR A
DISTANCE UF B'—D" AHOVE GROUND AND 8'—0° FROM TOP OF POLE
WHERE THEY SHALL BE 6 APART.

4, FOR BILL OF MATERIALS, SEE DWG. 5T—G4010-15, 5HT. 2 OF 2.

5. EQUIPMENT TEM NUMBERS [@) REFER TO EQUIFMENT NUMBERS IN
LANL SUPPORT SERVICES CONTRACTOR'S MASTER BILL OF MATERIALS.
ONLY THOSE NUMBERS USED ON THIS DRAWING ARE SHOWN.
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